
* Zeno 3200 System Setup File
* Program Version And Date: ZENO-3200 using ZENOSOFT V1.85H-1403B2-1.1 Feb 22
1999 15:21:33 CS B300
* (C)opyright 1995-1999, Coastal Environmental Systems, Seattle, WA, USA.
* Setup File Date And Time: 99/10/25 05:01:35
PARAM1 60 0 60 2 110 4 102 0 9600 9600
PARAM2 9600 0 0 0 0 3 0 0 0 0
PARAM3 16777 1 60 18 600 20 0 0 2 2
PARAM4 2 2 0 0 1 3276800 0 -1 5 0
PARAM5 3 0 0 0 100 0 0 0 0 0
PARAM6 0 0 0 916923600 50336144 151 196608 0 1 0
PARAM7 151 0 1280 0 10000 -1 -1 0 10 1
PARAM8 42 0 0 0 0 0 0 0 0 0
PARAM9 0 0 0 0
PARAM10 "NONE" "NONE" "NONE" "NONE" "NONE" "NONE" "" "ZENO" "" ""
REPEAT1 -1 -1 -1 -1 -1 -1 -1 -1
CONSTANT1 0 0 0 0 0 0 0 0 0 0
CONSTANT2 0 0 0 0 0 0 0 0 0 0
GSI 1 NO_COMMAND
SENSOR 3 "PspG" 3 2 2 0 0 0 0 1 0 2 0 115741 0 0 0 0 0 0 0 0 0 0
SENSOR 3 "PspD" 4 2 2 0 0 0 0 1 0 2 0 120192 0 0 0 0 0 0 0 0 0 0
SENSOR 3 "Nip" 5 2 2 0 0 0 0 1 0 2 0 117925 0 0 0 0 0 0 0 0 0 0
SENSOR 3 "PirG" 1 2 0 0 0 0 0 1 0 2 0 287356 0 0 0 0 0 0 0 0 0 0
SENSOR 3 "PirD" 2 2 0 0 0 0 0 1 0 2 0 257069 0 0 0 0 0 0 0 0 0 0
SENSOR 1 "Irt" 12 0 0 2 0 0 3 1 0 2 0 25 -60 0 0 0 0 0 0 0 0 0
SENSOR 1 "UvbT" 14 0 0 0 0 0 0 1 0 2 0 50 -25 0 0 0 0 0 0 0 0 0
SENSOR 1 "UvbV" 13 0 0 0 0 0 0 1 0 2 0 0.233 0 0 0 0 0 0 0 0 0 0
SENSOR 1 "Rgc" 8 0 0 0 2 1 0 1 0 2 0 -0.4 1 0 0 0 0 0 0 0 0 0
SENSOR 1 "Rgd" 9 0 0 0 2 1 0 1 0 2 0 -0.4 1 0 0 0 0 0 0 0 0 0
SENSOR 1 "Rdc" 10 0 0 0 2 1 0 1 0 2 0 -0.4 1 0 0 0 0 0 0 0 0 0
SENSOR 1 "Rdd" 11 0 0 0 2 1 0 1 0 2 0 -0.4 1 0 0 0 0 0 0 0 0 0
SENSOR 1 "Vext" 1 0 0 0 0 0 0 2 1 3 0 10.0623 0 0 0 0 0 0 0 0 0 0
SENSOR 1 "Vint" 2 0 0 0 0 0 0 2 1 3 0 1.0009 0 0 0 0 0 0 0 0 0 0
SENSOR 1 "Tint" 3 0 0 0 0 0 0 1 0 3 0 1 0 0 0 0 0 0 0 0 0 0
PROCESS 1 2 "PspG-AVE" S1.1
PROCESS 3 2 "PspG-ALM" S1.1 1400 -20 12
PROCESS 5 9 "Rgc-INV" S9.1
PROCESS 5 12 "Rgc-6POL" P3.1 0 0 0 0 0 9972 -9972
PROCESS 4 1 "NTC-Rgc" S9.1 0.00103085 0.000238918 1.57464e-07 9972
PROCESS 5 9 "Rdg-INV" S10.1
PROCESS 5 12 "Rgd-6POL" P6.1 0 0 0 0 0 -9972 -9972
PROCESS 4 1 "NTC-Rgd" S10.1 0.00103085 0.000238918 1.57464e-07 9972
PROCESS 4 6 "PirG-c" P8.2 P5.2 S4.1 1 4
PROCESS 1 9 "PirG-COL" S4.1
PROCESS 1 9 "Rgc-COL" P4.1
PROCESS 1 9 "Rgd-COL" P7.1
PROCESS 1 2 "PirG-cAV" P9.2
PROCESS 3 2 "PirG-cAL" P9.2 475 375 13
PROCESS 1 2 "Irt-AVE" S6.1
PROCESS 3 2 "Irt-ALRM" S6.1 40 -60 14
PROCESS 4 5 "UvbT-BIO" S7.1 S8.1
PROCESS 1 9 "UvbT-COL" S7.1
PROCESS 1 9 "UvbV-COL" S8.1
PROCESS 1 2 "UvbT-AVE" P17.2
PROCESS 3 2 "UvbT-ALM" S7.1 26 24 16
PROCESS 3 2 "UvbT-ALM" P17.2 1.2 0 17
PROCESS 1 2 "PspD-AVE" S2.1



PROCESS 3 2 "PspD-ALM" S2.1 700 -20 18
PROCESS 5 9 "Rdc-INV" S11.1
PROCESS 5 12 "Rdc-6POL" P25.1 0 0 0 0 0 9972 -9972
PROCESS 4 1 "NTC-Rdc" S11.1 0.00103085 0.000238918 1.57464e-07 9972
PROCESS 5 9 "Rdd-INV" S12.1
PROCESS 5 12 "Rdd-6POL" P28.1 0 0 0 0 0 9975 -9975
PROCESS 4 1 "NTC-Rdd" S12.1 0.00103085 0.000238918 1.57464e-07 9975
PROCESS 4 6 "PirD-c" P30.2 P27.2 S5.1 1 4
PROCESS 1 9 "PirD-COL" S5.1
PROCESS 1 9 "Rdc-6PCL" P26.1
PROCESS 1 9 "Rdd-6PCL" P29.1
PROCESS 1 2 "PirD-cAV" P31.2
PROCESS 3 2 "PirD-cAL" P31.2 475 375 19
PROCESS 1 2 "Nip-AVE" S3.1
PROCESS 3 2 "Nip-ALRM" S3.1 950 -20 20
PROCESS 3 1 "BIT"
PROCESS 1 1 "Temp-Int" S15.1
PROCESS 1 1 "Volt-ext" S13.1
PROCESS 1 1 "Volt-int" S14.1
DATA 6 1,2 "TWP-" P1.1 0 0 1
DATA 6 1,2 "Manus." P1.1 0 0 1
DATA 6 1,2 "skyrad<20>" P1.1 0 0 1
DATA 6 1 "V991025.00" P1.1 0 0 1
DATA 6 1 "<20>" P1.1 0 0 1
DATA 3 1,2 "" P1.1 0 0 1
DATA 8 1 "BIT" P39.L1 0 0 6
DATA 8 1 "PspGav" P1.1 2 0 8
DATA 8 1 "PspGsd" P1.3 2 0 8
DATA 8 1 "PspGmx" P1.4 2 0 8
DATA 8 1 "PspGmn" P1.5 2 0 8
DATA 8 1 "PirG_E1" P10.10 2 0 8
DATA 8 1 "PirG_E2" P10.30 2 0 8
DATA 8 1 "PirG_E3" P10.50 2 0 8
DATA 8 1 "RGc_1" P11.10 2 0 8
DATA 8 1 "RGc_2" P11.30 2 0 8
DATA 8 1 "RGc_3" P11.50 2 0 8
DATA 8 1 "RGd_1" P12.10 2 0 8
DATA 8 1 "RGd_2" P12.30 2 0 8
DATA 8 1 "RGd_3" P12.50 2 0 8
DATA 8 1 "PirGav" P13.1 2 0 8
DATA 8 1 "PirGsd" P13.3 2 0 8
DATA 8 1 "PirGmx" P13.4 2 0 8
DATA 8 1 "PirGmn" P13.5 2 0 8
DATA 8 1 "IrtAv" P15.1 2 0 8
DATA 8 1 "IrtSd" P15.3 2 0 8
DATA 8 1 "IrtMx" P15.4 2 0 8
DATA 8 1 "IrtMn" P15.5 2 0 8
DATA 8 1 "UvbT1" P18.10 2 0 8
DATA 8 1 "UvbT2" P18.30 2 0 8
DATA 8 1 "UvbT3" P18.50 2 0 8
DATA 8 1 "Uvb1" P19.10 4 0 8
DATA 8 1 "Uvb2" P19.30 4 0 8
DATA 8 1 "Uvb3" P19.50 4 0 8
DATA 8 1 "UvbAv" P20.1 4 0 8
DATA 8 1 "UvbSd" P20.3 4 0 8
DATA 8 1 "UvbMx" P20.4 4 0 8
DATA 8 1 "UvbMn" P20.5 4 0 8



DATA 8 1 "PspDAv" P23.1 2 0 8
DATA 8 1 "PspDSd" P23.3 2 0 8
DATA 8 1 "PspDMx" P23.4 2 0 8
DATA 8 1 "PspDMn" P23.5 2 0 8
DATA 8 1 "PirD_E1" P32.10 2 0 8
DATA 8 1 "PirD_E2" P32.30 2 0 8
DATA 8 1 "PirD_E3" P32.50 2 0 8
DATA 8 1 "RDc_1" P33.10 2 0 8
DATA 8 1 "RDc_2" P33.30 2 0 8
DATA 8 1 "RDc_3" P33.50 2 0 8
DATA 8 1 "RDd_1" P34.10 2 0 8
DATA 8 1 "RDd_2" P34.30 2 0 8
DATA 8 1 "RDd_3" P34.50 2 0 8
DATA 8 1 "PirDAv" P35.1 2 0 8
DATA 8 1 "PirDSd" P35.3 2 0 8
DATA 8 1 "PirDMx" P35.4 2 0 8
DATA 8 1 "PirDMn" P35.5 2 0 8
DATA 8 1 "NipAv" P37.1 2 0 8
DATA 8 1 "NipSd" P37.3 2 0 8
DATA 8 1 "NipMx" P37.4 2 0 8
DATA 8 1 "NipMn" P37.5 2 0 8
DATA 8 1 "Tint" P40.1 2 0 8
DATA 8 1 "Vint" P42.1 2 0 8
DATA 8 1 "Vext" P41.1 2 0 8
DATA 6 2 "<20>PIRG_Rc:" P1.1 0 0 1
DATA 7 2 "RGc" P4.1 2 0 1
DATA 6 2 "<20>PIRG_Rd:" P1.1 0 0 1
DATA 7 2 "RGd" P7.1 2 0 1
DATA 6 2 "<20>PIRG_Tc:" P1.1 0 0 1
DATA 7 2 "TGc<20>K" P5.2 2 0 1
DATA 6 2 "<20>PIRG_Td:" P1.1 0 0 1
DATA 7 2 "TGd<20>K" P8.2 2 0 1
DATA 6 2 "<20>PIRG_cor:" P1.1 0 0 1
DATA 7 2 "PIRG" P9.2 2 0 1
DATA 6 2 "<20>UVB_cor:" P1.1 0 0 1
DATA 7 2 "UVB" P17.2 4 8 1
DATA 6 2 "<20>PIRD_Rc:" P1.1 0 0 1
DATA 7 2 "RDc" P26.1 2 0 1
DATA 6 2 "<20>PIRD_Rd:" P1.1 0 0 1
DATA 7 2 "RDd" P29.1 2 0 1
DATA 6 2 "<20>PIRD_Tc:" P1.1 0 0 1
DATA 7 2 "TDc<20>K" P27.2 2 0 1
DATA 6 2 "<20>PIRD_Td:" P1.1 0 0 1
DATA 7 2 "TDd<20>K" P30.2 2 0 1
DATA 6 2 "<20>PIRD_cor:" P1.1 0 0 1
DATA 7 2 "PIRD" P31.2 2 0 1
DATA 6 1,2 "<0D><0A>" P1.1 0 0 1
EOF
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